This topic is very actual due to the high number of chimney and flue fires, including radiators especially during the heating season. The aim of the article is to compare and assess the strictness of the regulations in selected European countries in terms of safe separation distance of the flue from the combustible construction parts.
Introduction
Technical development of the design of chimneys and flues was influenced by the needs of saving energy and environmental protection [1] . At present, many people returned to solid fuel heating appliances because they more and more realize the fuel efficiency and the related costs. This change brings risks, especially in the case of leaving the original flue that does not meet the requirements of the newly installed appliance.
Flues and chimneys are designed to withstand the chimney fire, which occurs during the burn out of soot. The manufacturer prescribe the fire resistance of chimney or flue in product documentation. It also provide the information about the safe separation distance from combustible products determined by examination. However, the old and historic chimneys and flues do not have determined it.
The chimney fires are one of the most common causes of fires in ressidential buildings and it can cause great damage to property, health, or even lifes. The causes of fire include burn of soot, the flue wear (failure of the compactibility), immured rafter in the chimney, inadequate separation distances from the combustible products (ceilings, floors, walls, furniture ...) improper installation or poorly maintained chimney and other failures [2] .
Creosote (a mixture of soot, ash and tar) settles in the chimney by using the appliance during operating life. Burn of soot is the most common cause of all fires caused by radiators, chimneys and flues. The chimney fire occurs by ignition of flammable creosote -unburned fuel residues settled on an internal surface of chimney, which are formed by thermal decomposition of hydrocarbon compounds.
Safe Separation Distance from Combustible Building Products

General Requirements in Slovakia.
Flue pipes and chimneys may be installed in the direct contact (the maximum temperature rise of 52 ° C, or temperature class T80) or in the safe separation distance from combustible structures with the fire classification B, C, D, E or F [3] . The fire classification F include materials with unspecified reaction to fire. The use of the products with this reaction to fire is limited in some European countries and there is a proposal for the abolition of this class.
In [3] .
The manufacturer prescribe the safe separation distance based on the fire resistance from the inside resulting from the operating conditions as well as from the inside under the terms of burnout of soot.
This safe separation distance shall be verified according to STN EN 13216-1 or according to an appropriate standard by material. The maximum surface temperature of combustible products can not exceed 100 °C (under the terms of burnout of soot ) or 85 °C (at the operating conditions) with the ambient temperature of 20 °C [1] .
If the safety distance is not prescribed in the documentation by the manufacturer, may be determined according to Annex 
Safe Separation Distance According to Temperature Class of Appliances
The minimum clearance is not required for the temperature class T80, for the maximum surface temperature rise of 52 ° C or for the plastic flue pipes [3, 5] . According to the German standard DIN 18 160-1 is permissible direct contact to the flue gas temperature of 85 °C [4] . In the French standard NF DTU 24.1 P1 is for the metal chimney flue pipe with the temperature class of T80 prescribed safe separation distance of 20 mm. For the temperature class T100-T160 it is 40 mm [6] . This is more benevolent compared with 50 mm in There is prescribed minimum separation distance from combustible materials for flue pipes with temperature class above or equal T200. It is the distance of three times the nominal diameter of flue pipe, but minimum 375 mm for Slovakia and French or 200 mm for United Kingdom of Great Britain and Northern Ireland [7] [8] [9] [10] . For the class T300 is in Slovakia determined the minimum heat resistance 0,22 m 2 .K/W [5] . The requirement of DIN 18 160-1 at the 400 mm distance for the flue pipes with temperature class up to T400 is stricker than requirement for the distance of three times the nominal diameter in Slovak regulations only up to the flue pipe diameter 135 mm. For insulated flue pipes is 100 mm distance allowable. In the Slovak standard STN EN 15287-1 +A1 is except 20 mm thickness of the insulation defined even a thermal conductivity of 0,04 W/(m.K) [4, 5] . If the manufacturer specifies a different distance, important is that which is indicated in the documentation of the appliance [5] . Coll is generally determined 50 mm as the safe separation distance or 10 mm for the insulated gap. In an appendix of this Decree is specified separation distance depending on the connected appliance, which means 800 mm for solid fuel appliances [3] . In DIN 18160-1 is requirement for safe separation distance in insulated gap more stricter, because there is allowable 20 mm gap filled with low thermal conductivity insulation [4] . Separation distance can be reduced to 1,5 times the diameter of the flue pipe if there is used protection made from non-combustible material between the flue and combustible construction products. In STN EN 15287-1 is it limited by the value of 200 mm [5] . In the regulations of United Kingdom of Great Britain and Northern Ireland is even prescribed the minimum distance of the protection from protected structures 12,5 mm [7, 9, 10] . 
Summary
According to statistics of Ministry of Interior of the Slovak Republic are the chimneys and flue pipes still one of the most frequent causes of fire. To reduce the risk of fire because of the flue is necessary to correctly determine the temperature class of connected appliance and to prescribe the safe separation distance of flue from combustible construction parts. The article points out on the differences in the regulations and the need to abolish shortage.
